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Enclosure, EN-21001, NEU Serving Building
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Process Water(E.A.A. West Storage Ring)

COPYRICHT JOHNSON CONTROLS, INC. 1993

Py

NOTES:

1. ALL MATERIAL VITH (P) PRECEEDING THE DEVICE TAG IN THE BILL OF MATERIAL IS PROPRIETARY AND

IS BEING SUPPLIED BY JOHNSON CONTROLS, INC. ALL OTHER MATERIAL IS NON-PROPRIETARY

PANEL MATERIAL

DEVICE TAG QTY CODE MUMBER DESCRIPTION
EN-21001 1 EN-BSF201-0 2 SLOT BASE FRAME
1 EN-EVC200~0 NCU/NEU 16X30 ENCLOSURE
Li-1, 8 FN-1UN101-0
LI-3-L1-9
LI-2 I FM-1BN101-0 2 BINARY INPUT FM
Li-10, 4 FN-KIT127-0 M BLANKIFTS
L0-8-L0-10
Lo-1/2, 2 FH-0AP101-0 E/P OUT FM FOR DCM
L0-3/74
2 FM-0AP102-0
L0-5-L0-7 3 FH-ORL10I-0 LATCH RELAY QUTPUT FM
-1 1 10-NTU113-0 LOCAL LINE IRIVER
N-1 1 N-DCH101-0 DIGITAL CONTROL MODULE
NJ-2 1 NU-NCKR200-0 NETVORK MODULE
1 094291 BNC CONNECTIR-ANIXTER
1 NU-NIN102-0 NETVORK IDENTITY MODLE;
P§-1-PS-2 2 NU-PWR101-0 POVER SUPPLY
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